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_’ DRAWING GENERAL NOTES:

. ALL EXPOSED CONDUITS AND FITTINGS SHALL BE RIGID GALVANIZED —_—————
STEEL. (RG5).

2. ALL CONDUIT RUNS SHALL BE PROPERLY SUPPORTED FROM THE
CEILING SLAB AND SECURED TO THE WALLS.

3. ALL POWER DISCONNECT SWITCHES SHALL BE CAPABLE OF LOCKING IN
THE "OFF" POSITION.

4.  FOR EXACT LOCATION OF VFD'S, REFER TO MECHANICAL DRANWINGS.
CONTRACTOR SHALL WIRE ALL MISCELLANEOUS 120/2TT VOLT PONWER
REQUIREMENTS ASSOCIATED WITH MOTORS, VIFD'S AND CONTROLS.
COORDINATE WITH MECHANICAL CONTRACTOR.

5.  VYFD'S SHALL BE FURNISHED BY MECHANICAL CONTRACTOR.
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SECOND BASEMENT

POWER RISER DIAGRAM

SCALE: NO SCALE
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4 DRAWING NOTES: ®
1@ @ . EXISTING EMERGENCY GENERATOR TO REMAIN.

200A 9) 2.  EXISTING EMERGENCY SWITCHBOARD TO REMAIN. 1200A-2T1/460V-3¢
-4N. GE AV-LINE MAKE.

3.  EXISTING EMERGENCY MOTOR CONTROL CENTER "MCC-3" TO REMAIN.
GE T10O LINE CONTROL CENTER.

4. EXISTING NORMAL POWER MOTOR CONTROL CENTER TO REMAIN. GE
TIOO LINE CONTROL CENTER.

5.  EXISTING SWITCHEGEAR TO REMAIN. 4000A-2T1/4860V-3¢-4W. GE
TYPE AKD-5.

6. POWER PANEL "PP". I200A-2T1/460V-3¢-4\ (MLO) SURFACE MOUNTED.
SEE PANELBOARD SCHEDULE ON THIS DRANWING.

7. 3#6 + [#loe-I" C.

&. 3#H/O + #66-| 1/2" C.
9. NOT USED.

0. 3#2/0 + I#66-1 1/2" C.

I. REMOVE EXISTING CIRCUIT BREAKER AND CONTROLLER IN "MCC-IB"
SERVING EXISTING CHILLED WATER PUMP (CHWP-2) TO BE REMOVED.
PROVIDE I50A CIRCUIT BREAKER AND CONTROLLER, NEMA SIZE-4 TO
MATCH EXISTING IN ITS PLACE AND CONNECT.

2. REMOVE EXISTING CIRCUIT BREAKER AND CONTROLLER IN "MCC-2B"
SERVING EXISTING CHILLED WATER PUMP (CHWP-3) TO BE REMOVED.
PROVIDE 150A CIRCUIT BREAKER AND CONTROLLER, NEMA SIZE-4 TO COOLING TOWER
MATCH EXISTING IN ITS PLACE AND CONNECT.

I3. REMOVE EXISTING CIRCUIT BREAKER AND CONTROLLER IN "MCC-2A" m m n _|>O m —/\_ m ZI_I

SERVING EXISTING CHILLED WATER PUMP (CHWP-4) TO BE REMOVED.
PROVIDE 60A CIRCUIT BREAKER AND CONTROLLER, NEMA SIZE-2 TO
MATCH EXISTING IN ITS PLACE AND CONNECT.

PDP-3

14.  PROVIDE 60A CIRCUIT BREAKER AND NEMA SIZE-2 CONTROLLER IN Final Submission
SPACE AVAILABLE IN "MCC-IB" TO MATCH EXISTING AND CONNECT.
August 16, 2004

I5. PROVIDE 3P-1200 TRIP CIRCQUIT BREAKER IN AVAILABLE SPACE NO. 2.
@ CIRCUIT BREAKER SHALL BE GE MAKE, FUSED LOW YOLTAGE POWER
CIRCUIT BREAKER, 1600A FRAME/I200A TRIP, EQUIPPED WITH GROUND
FAULT PROTECTION AND POWER SENSORS TO MATCH EXISTING. TYPE:
AKRU-4A-50-. SERIAL # AK29432. AIC RATING 200000A.

Key Plan
6. FOUR (4) SETS OF 4#350 KCMIL + [#3/06-3" C.

7. EXISTING 12470 VOLT SHWITCHEEAR UNIT- "B" TO REMAIN.
15, EXISTING 15 KY SWITCH UNIT TO REMAIN.

9. FREE STANDING IN NEMA - | ENCLOSURE. PROVIDE ALL NECESSARY
SUPPORTING STRUCTURE.
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A mmOOZU m>mm§m2|_l m_|m0|_|m_o>_| T_|>Z PROJECT NAME/NUMBER EPA— CINCINNATI/02414,01 PANEL PP @
SCALE: 1/8" = |-0" BUILDING AWBERC — MAIN BUILDING VOLTAGE 480/277 PH 3 WIRE 4
) - LOCATION SECOND BASEMENT FED FROM SWITCHGEAR ROOM SG3
MOUNTING SURFACE
A..C. 200,000 MAIN TYPE MLO
OTHER — MAIN SIZE 1200
LOAD LOAD, KVA BREAKER CIRC SEQUENCE 3¢ CIRC BREAKER LOAD, KVA LOAD
LIGHT | RCPT o/M A P # A B C # P A LIGHT | RCPT 0/M

SCHWP-1 34.5 225 3 1 69 2 3 225 34.5 SCHWP-2

- 34.5 - - 3 69 4 - - 34.5 -

- 34.5 - - 5 69 6 - - 34.5 -

SCHWP-3 34.5 225 3 7 34.5 8 3 100 SPARE

_ 345 _ _ 9 345 10 _ _ _ No. Revisions Date

- 345 - - 11 34.5 12 - - _ U_‘m.<<_30 Title:

SPARE 200 3 13 14 3 200 SPARE

- - -] s w6 | - | - - SECOND BASEMENT

- I Y. 8 | - | - - ELECTRICAL PLAN

SPACE - 3 19 20 3 - SPACE

- - - 21 22 - - -

- - - 23 24 - - -

TOTAL KVA 103.5 | 103.5 | 103.5
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